
BUTE-1 & BUTE-1EX 
Installation Guide

Pack includes:

Fit Off Stage

10 x Bute-1 / Bute-1EX Adjustable Male Wall Elbows

	 	 (Fully	adjustable	½”BSP	fittings)
10 x Fixing Clamps

5 x Telescopic Nog Brackets

12 x Bute Self Sealing Test Caps

1 x Bute Palm Spanner

20 x 40mm TEK Fixing Screws for Fixing Clamps

10 x 15mm TEK Screws 

1.	 Remove	the	self-sealing	test	cap	with	the		 	
	 palm	spanner	and	drain	water.

2.	 Fit	wall	flange	(if	necessary)	and	then	connect		 	
	 the	appropriate	fitting	and	do	not	overtighten.

3.	 Push	back	the	adjustable	male	wall	elbow	until		 	
	 contact	is	made	with	the	wall	lining.
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Pipe Out Stage

1. Refer	to	the	Installation Instructions for Telescopic Nog  
 Brackets	to	install	the	galvanized	steel	sliding	brackets		
	 on	timber	wall	studs	or	steel	framing	studs.

2.	 Use	the	supplied	15mm	TEK	screw	(x	1)	to	fix	the		
	 bottom	of	the	Fixing	Clamp	to	the	desired	position		
	 on	the	Telescopic	Bracket.

3.	 Insert	the	elbow	into	the	Fixing	Clamp,	ensuring	the	inlet		
	 of	the	elbow	is	facing	the	desired	direction.	The	fixing		
	 clamp	allows	for	4	different	fixing	positions:

4. Fit	the	top	half	of	Fixing	Clamp		
	 over	the	elbow.	Drive	the		
	 supplied	40mm	TEK	screws		
	 (x	2)	into	the	bracket	with	a		
	 cordless	drill,	ensuring	they		
	 are	fully	home.

 NOTE:	Set	cordless	drill	to	a		
	 medium	torque	setting,	do	not		
	 over-tighten.	

5.  Tighten	(nip)	the	Bute	 
	 self-sealing	test	cap	with	the		
	 Bute	palm	spanner	supplied.		
	 (No	washers	or	thread		
	 tape	etc.	required).

6.  Pull	elbows	into	the	fully	forward	(or	otherwise		 	
	 desired)	position.

IMPORTANT NOTE: 
Allow	minimum	150mm	clearance	from	the	end	of	the 
clamp	ring	to	any	pipe	penetration	to	allow	for	free	moment	
of	the	elbow	when	adjusting.

IMPORTANT NOTE: 
Fix	on	top	of	the	bracket	OR	Fix	underneath	the	bracket


